










C-1.11
C-1.1 1" = 20'-0"

SITE PLAN



C-1.21
C-1.2 1" = 20'-0"

SITE LIGHTING PLAN

LUMINAIRE SCHEDULE

Symbol Label Qty FileCatalog Number Description Lamp

1 SEC-EDG-4M-
__-02-E-UL-

525-40K-
CONFIGURED.

IES

2 ARE-EDG-
4MB-__-08-E-
UL-525-57K-

CONFIGURED.
IES

SEC-EDG-4M-**-02-
-E-UL-525-40K
(525mA)
CONFIGURED
FROM SEC-EDG-
4M-xx-06-E-UL-700-
-40K or
BXSEx406E-UD7
(700mA)

CONFIGURED FROM
CREE SECURITY EDGE
LUMINAIRE, TYPE IV
MEDIUM, 60 LEDS,
700MA, 4000K

CONFIGURED FROM
SIXTY WHITE LIGHT
EMITTING DIODES
(LEDS), VERTICAL BASE-
-UP

ARE-EDG-4MB-**-
08-E-UL-525-57K
(525mA)
CONFIGURED
FROM   ARE-EDG-
4MB-DA-12-E-UL-
XX-525-40K
(BXAL1J12E-UC7)

CONFIGURED FROM
Cree Edge Area, Type IV
Medium w- Full BLS, 120
LEDs, 525mA, 4000K

CONFIGURED FROM
One Hundred Twenty
White LEDs, Vertical
Base-Up Position

STATISTICS

Description       Symbol Avg Max Min Max/Min Avg/Min

Calc Zone #1

Calc Zone #2

1.6 fc 5.4 fc 0.1 fc 54.0:1 16.0:1

2.3 fc 5.1 fc 0.3 fc 17.0:1 7.7:1

ISOLUX CONTOUR = 0.25 FC

ISOLUX CONTOUR = 0.5 FC

ISOLUX CONTOUR = 1.0 FC

LIGHT FIXTURE

EXAMPLE LIGHT FIXTURE DISTRIBUTION

Mounting

8'-0" AOVE GRADE ON
SIDE OF BUILDING

16'-0" POLE ON 
2'-0" TALL CONC. BASE

A

B















A-1.0

1
A-1.0 1/8"=1'-0"

BASEMENT FLOOR PLAN



A-1.1

1
A-1.1 1/8"=1'-0"

FIRST FLOOR PLAN



A-1.2

X
A-X.X 1/8"=1'-0"

SECOND FLOOR PLAN



A-1.3

X
A-X.X 1/8"=1'-0"

THIRD FLOOR PLAN



A-2.1

2
A-2.1 1/8"=1'-0"

WEST ELEVATION

1
A-2.1 1/8"=1'-0"

SOUTH ELEVATION



A-2.2

2
A-2.2 1/8"=1'-0"

EAST ELEVATION

1
A-2.2 1/8"=1'-0"

NORTH ELEVATION
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